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PUBLIC ADDRES EQUIPMENT
/—@ SYMBOL | DESCRIPTION MANUFACTURER MODEL
. S SPEAKER ASSEMBLY EVI (OR EQUAL) EP—309—8-T TAPED @ 1 WATT (W/ETB—8 SUPPORT)
[M] DESKTOP PAGING MIC EVI (OR EQUAL) US625ST
B> MIXER AMP EVI (OR EQUAL) MA1212 (120 WATT, 12 CHANNEL)
LOCKABLE WALL MOUNT CABINET ATLAS (OR EQUAL) 340-21B
@ 4C #16AWG STP SPEAKER CABLE (1 PAIR SPARE) WEST PENN (OR EQUAL) 245
@ TWISTED PAIR W/SHIELD #16AWG STP (MINIMUM) WEST PENN (OR EQUAL) 292
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GENERAL NOTES:

A. INSTALLING CONTRACTOR SHALL BE AN AUTHORIZED
DISTRIBUTOR FOR PRIMARY SYSTEM COMPONENTS,
AMPLIFIERS, LOUD SPEAKERS, ETC.

B. SYSTEM DEVICE LOCATION AND SPACING SHALL BE AS
SHOWN ON THE DRAWINGS.

C. RISER DIAGRAM IS PROVIDED TO DEFINE CONTROL
RELATIONSHIP SIGNAL FLOW AND PRIORITY.

D. ALL EQUIPMENT SHALL BE TERMINATED WITH CRIMP TYPE
CONNECTORS. NO SPLICES ARE PERMITTED OUTSIDE OF
SPEAKER BACKBOXES.

E. SYSTEM TO PROVIDE A MINIMUM OF 10 DB SPL ABOVE
AMBIENT NOISE LEVEL WITHIN AREA OF NOTIFICATION.
CONTRACTOR SHALL MAKE ALL NECESSARY ADJUSTMENTS
PER EACH DEVICE TO MEET THIS REQUIREMENT.

F. PROVIDE 1/2" FLEXIBLE METAL CONDUIT FROM SPEAKER
BACKBOX TO FIXED CONDUIT J—BOX.

G. RISER IS SHOWN FOR ILLUSTRATIVE PURPOSES ONLY.
RISER DOES NOT REFLECT ALL JUNCTION BOXES AND
ROUTING.

H. ALL SPEAKER WIRING SHALL BE ENCLOSED IN CONDUIT
SYSTEM.

I.  PROVIDE ATLAS 320-21B/340—428 SECTIONAL WALL
CABINET (OR EQUAL) SIZE PER REQUIREMENT. PROVIDE
RACK MOUNT ADAPTERS AS NEEDED FOR EQUIPMENT.

J. AVERAGE AMBIENT NOISE LEVEL SHALL BE CONSIDERED
50 DB.

K. SPEAKER LOADS OF AN INDIVIDUAL CIRCUIT SHALL NOT
EXCEED THE RATED AMPACITY OF THE WIRE FEEDING THE
SPEAKERS.

L. WHERE SEVERAL SPEAKERS ARE SHOWN PER ROOM, RE:

"PUBLIC ADDRESS PLAN,” 1/E—802 FOR EXACT NUMBER
OF DEVICES.

M. IN EG LAB 112 AND SHOP AREA 110 EQUIPMENT AND
CIRCUITING SHALL BE POWER LIMITED TO COMPLY WITH
CLASS 1, DIVISION 1 HAZARDOUS ENVIRONMENT
REQUIREMENTS.

‘ REES ASSOCIATES INC
ARCHITECTURE PLANNING INTERIORS

REES PLAZA AT EAST WHARF
9211 LAKE HEFNER PARKWAY, SUITE 300
OKLAHOMA CITY, OKLAHOMA 73120
P:405.942.7337 F:405.948.1261

Mechanical Engineer
050 Engineering Company

228 Robert S. Kerr Ave, Suite 515
Oklahoma City, OK 73102
P: 405.236.2030 F: 405.239.6101

Electrical Engineer

Horner Associates Engineers, Inc.

1306 Commerce Drive
Norman, OK 73071
P: 405.801.2528 F: 405.801.2529

Civil Engineer
MacArthur Associated Consultants

3033 NW 63rd St., Ste. 250E
Oklahoma City, OK 73116
P: 405.848.2471 F. 405.848.2474

Structural Engineer
Zahl-Ford, inc.

8411 S. Walker
Oklahoma City, OK 73139
P: 405.634.3393 F: 405.634.6414
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